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Legenda:

—— GazPeEpr—— Conducta de distributie gaze naturale, presiune redusa, propusa;
250

160

Conducta de distributie gaze naturale, presiune redusa PE 100, SDR 11, Dn 250 mm, propusa, montaj subteran;

Conducta de distributie gaze naturale, presiune redusa PE 100, SDR 11, Dn 160 mm, propusa, montaj subteran;
90

SRMP

Conducta de distributie gaze naturale, presiune redusa PE 100, SDR 11, Dn 140 mm, propusa, montaj subteran;

Conducta de distributie gaze naturale, presiune redusa PE 100, SDR 11, Dn 110 mm, propusa, montaj subteran;
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Conducta de distributie gaze naturale, presiune redusa PE 100, SDR 11, Dn 90 mm, propusa, montaj subteran;

Conducta de distributie gaze naturale, presiune redusa PE 100, SDR 11, Dn 63 mm, propusa, montaj subteran;
Statie de reglare-masurare propusa avand debit in conditii standard 2500m3/h;
50310

Numar postal;

Racord de gaze naturale propus, PE 100 SDR 11, Dn 32 mm, montaj subteran si post de reglare-masurare echipat cu
regulator de presiune si contor inteligent montat in firida agrementata ANRE, amplasat la limita de proprietate;

PLAN DE SITUATIE
scara 1:1000
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